
USE ONLY HAYWARD GENUINE REPLACEMENT PARTS 1

VariFlo® Multiport 
1 1/2” Filter Control Valve 

Owner’s Manual 
Model: SP0710X62   (Sand Filters) 

TURN OFF PUMP BEFORE CHANGING VALVE POSITION 
FUNCTIONS OF VALVE POSITIONS 

VALVE SETTING FLOW DIRECTION THROUGH VALVE 

FILTER PUMP - TOP - THROUGH FILTER - BOTTOM - RETURN
For normal filtration and vacuuming pool through 
filter.

BACKWASH PUMP - BOTTOM - THROUGH FILTER - TOP - WASTE
For cleaning filter. 

RINSE PUMP - TOP - THROUGH VALVE - WASTE
For initial start-up and clearing valve of debris after 
backwashing.

WASTE PUMP – THROUGH VALVE - WASTE
For vacuuming directly to waste, lowering pool level 
and/or draining pool. 

CLOSED NO CIRCULATION PAST PUMP PORT
For shutting off all flow to filter and pool.

RECIRCULATE PUMP – THROUGH VALVE - RETURN
For bypassing filter, but circulating pool water. 

WINTERIZING: Drain and winterize filter and pump per manufacturer's 
instructions.  To drain water from VariFlo® Multiport 
valve—depress and rotate valve handle and place 
handle pointer between any detente positions.

 CAUTION –Spring 
Hazard – Release of 
Valve spring 
compression can 
cause personal injury.  
To avoid, only remove 
handle pin if servicing 
key O-ring.  Remove 
handle pin before 
slowly removing Cover 
screws in an alternate 
pattern. 

REF 
NO. PART NUMBER DESCRIPTION NO. 

REQ’D
1 SPX0710XF Handle, Standard 1

2 SPX0710XZ7 Pin, for Handle 1

3 SPX0710Z16 Non-Metallic Bearing (Pack of 5) 1

SPX0710G Valve Position Label 1

4 SPX0710Z1A Cover screw set with nuts (Set of 6) 1

5 SPX0710xZ5 Cover O-ring 1

6 SPX0603S Spring 1

7 SPX0710Z62 Spring Washer Set (Set of 2) 1

8 SPX0735GA O-ring & TFE Shaft seal set 1

SPX0710K ¼” Plastic Pipe Plug 1

9 SPX0710XD Valve Seat Gasket 1

10 SPX0710xC Key  1

11 SX200Z4PAK2 Valve O-ring (Set of 2) 1

SPX0710BA17 Key, Cover and Handle Assy 1

SPX0710MA Sight Glass with Gasket 1

SX200Z9 Gasket for Sight Glass 1

SPX0710X62AA Valve body with gasket and piping

GENERAL 
1. Proper fitting make-up is hand tight plus one to 1-

1/2 turns maximum.  Always use Teflon pipe tape
or Permatex No.2 for connections to provide a
good, "living" seal.

IMPORTANT: Do not over tighten pipe fittings.
2. SERVICING VALVE: If it becomes necessary to

service or gain access to the key or valve seat
gasket:
a. Set handle in “Winterizing” position.
b. Remove cover screws.
c. Lift cover and key assembly out.

3. RE-ASSEMBLY VALVE:
a. Wipe debris from cover 0-ring.
b. Set handle in a “Winterizing” position.  Align

flat edge on cover with body. Press down to 
seat assembly. 

c. Secure assembly to body with cover screws
and nuts.  Tighten cover screws evenly and
alternately.
Do not over tighten.

 WARNING - Read and follow all instructions in this owner’s manual and on the equipment.
Failure to follow instructions can cause severe injury and/or death.

Hayward Pool Products
620 Division Street, Elizabeth, NJ 07207 

Phone: (908) 355-7995 
WWW.HAYWARD.COM 

IS0710X62    REV B
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 WARNING – Risk of Electric Shock  Failure to ground all electrical equipment can cause serious or fatal electrical shock
hazard.  Electrical ground all electrical equipment before connecting to electrical power supply.  

 WARNING – Risk of Electric Shock  Failure to bond all electrical equipment to pool structure will increase risk for
electrocution and could result in injury or death.  To reduce the risk of electric shock, see installation instructions and 
consult a professional electrician on how to bond all electrical equipment.  Also, contact a licensed electrician for 
information on local electrical codes for bonding requirements.

Notes to electrician:  Use a solid copper conductor, size 8 or larger.  Run a continuous wire from external bonding lug to 
reinforcing rod or mesh.  Connect a No. 8 AWG (8.4 mm2) [No. 6 AWG (13.3 mm2) for Canada] solid copper bonding wire to the 
pressure wire connector provided on the electrical equipment and to all metal parts of swimming pool, spa, or hot tub, and metal 
piping (except gas piping), and conduit within 5 ft. (1.5 m) of inside walls of swimming pool, spa, or hot tub. 
IMPORTANT - Reference NEC codes for all wiring standards including, but not limited to, grounding, bonding and other general 
wiring procedures. 

 WARNING – Risk of Electric Shock .  The electrical equipment must be connected only to a supply circuit that is protected
by a ground-fault circuit-interrupter (GFCI).  Such a GFCI should be provided by the installer and should be tested on a routine 
basis.  To test the GFCI, push the test button.  The GFCI should interrupt power.  Push reset button.  Power should be restored.  If 
the GFCI fails to operate in this manner, the GFCI is defective.  If the GFCI interrupts power to the electrical equipment without the 
test button being pushed, a ground current is flowing, indicating the possibility of an electrical shock.  Do not use this electrical 
equipment.  Disconnect the electrical equipment and have the problem corrected by a qualified service representative before 
using. 

 CAUTION – HAYWARD® pumps are intended for use with permanently-installed pools and may be used with hot tubs and
spas if so marked.  Do not use with storable pools.  A permanently-installed pool is constructed in or on the ground or in a 
building such that it cannot be readily disassembled for storage.  A storable pool is constructed so that it is capable of being 
readily disassembled for storage and reassembled to its original integrity. 

 WARNING – Risk of Hyperthermia. To avoid hyperthermia the following “Safety Rules for Hot Tubs” are recommended by
the U.S. Consumer Product Safety Commission. 

1. Spa or hot tub water temperatures should never exceed 104°F [40°C]. A temperature of 100°F [38°C] is 
considered safe for a healthy adult. Special caution is suggested for young children. Prolonged immersion in 
hot water can induce hyperthermia. 

2. Drinking of alcoholic beverages before or during spa or hot tub use can cause drowsiness, which
could lead to unconsciousness and subsequently result in drowning.

3. Pregnant women beware! Soaking in water above 100°F [38°C] can cause fetal damage during the
first three months of pregnancy (resulting in the birth of a brain-damaged or deformed child). Pregnant women 
should adhere to the 100°F [38°C] maximum rule. 

4. Before entering the spa or hot tub, users should check the water temperature with an accurate ther-
mometer; spa or hot tub thermostats may err in regulating water temperatures by as much as 4°F (2.2°C). 

5. Persons taking medications, which induce drowsiness, such as tranquilizers, antihistamines or anti-
coagulants, should not use spas or hot tubs.

6. If the pool/spa is used for therapy, it should be done with the advice of a physician. Always stir pool/ spa 
water before entering the pool/spa to mix in any hot surface layer of water that might exceed healthful 
temperature limits and cause injury. Do not tamper with controls, because scalding can result if safety controls
are not in proper working order.

7. Persons with a medical history of heart disease, circulatory problems, diabetes or blood pressure 
problems should obtain a physician’s advice before using spas or hot tubs.

8. Hyperthermia occurs when the internal temperature of the body reaches a level several degrees above 
normal body temperature of 98.6°F [37°C]. The symptoms of Hyperthermia include: drowsiness, lethargy,
dizziness, fainting, and an increase in the internal temperature of the body.

The effects of Hyperthermia include: 
1. Unawareness of impending

danger.
2. Failure to perceive heat.
3. Failure to recognize the need to

leave the spa.
4. Physical inability to exit the

spa.
5. Fetal damage in pregnant

women.
6. Unconsciousness resulting in

danger of drowning.

SAVE THESE INSTRUCTIONS 



To o
wor
The
bec
unf
Pro
sole
To o
Hay
Hay
or r
The
resp
The
war
resp
Som
limi

Plea

First
Stre
City
Pho
E-M
Seri

Mod
Poo

If yo
nece
Inste
seria

Ple

Mai
Attn
Or R

----

Va

DATE OF

 ▲

Hayward and V
© 2015 Haywa

original purchase
rkmanship for a p
e limited warranty
come defective du
foreseen delays, w
of of purchase is 
e determination o
obtain warranty s
yward Authorized
yward shall not b
epair. 

e Hayward Pool pr
pective manufact

e express limited 
rranties expresse
ponsible for any c
me states do not 
itation may not a

*Supersed

ase Print Clear

t Name_____
eet Address__
y___________

ne Number__
ail Address__
ial Number 

del Number__
l Capacity___

our product con
essary to comp
ead, complete
al number that

ase include me o

l to:  Hayward
n: Warranty De
REGISTER YOU

DETACH 

-----------------

ariFlo® M

F INSTALLAT

Retain this Wa

VariFlo are registered
rd Industries, Inc. 

H
ers of this equipm
period of ONE (1) 
y excludes damag
uring the warrant
without charge. 
required for warr

of the purchase d
service, please co
 Service Center p
e responsible for

roducts warranty 
turer will apply. 
warranty above c
d or implied, incl
consequential, s
allow a limitation
pply to you.  This

des all previous 

rly: 

____________
___________
____________
___________
___________

____________
____________

ntains compon
plete warranty 
 warranty regis
t is located on 

on all e-mail comm

d Pool Product
ept 
R WARRANTY 

HERE: Fill out b

-----------------

Multiport 

USE O

TION ___

arranty Certific

 trademarks of Hayw

HAYWARD
ment, Hayward Po

year from the dat
ge from freezing, 
ty period shall be

ranty service.  In 
date. 
ontact the place o
please visit us at  
r cartage, remova

does not apply t

constitutes the en
luding warranties
pecial or incident
n on how long an 
s warranty gives y

publications. 

_____ Last Na
____________
________ Sta

__________ P
____________

____________
_(U.S. Gallons

nents that have
registration fo

stration only fo
the outside of

munications rega

ts, 620 Divisio

ON-LINE AT W

bottom portion c

-----------------

Valve 
R

ONLY HAYW

PRODUCT
(Retain 

__________

ate (upper por

ard Industries, Inc. 

D® Pool Pr
ool Products, Inc. 
te of purchase, w
negligence, impr
 repaired or repla

the event proof o

of purchase or the
www.hayward.co
l, repair or instal

o components m

ntire warranty of H
s of merchantabil
tal damages of an
implied warranty

you specific legal 

ame________
____________
ate_________
urchase Date
____________

____________
s) 

e individual se
or those individ
or the overall p
f the product p

arding Hayward® 

on Street, Eliza

WWW.HAYWAR

ompletely and m

----------------

Register onlin

WARD GENUIN

T REGISTRA
For Your Record

_________

rtion) in a safe

roducts Li
warrants its mult

when used in sing
roper installation
aced, at our optio

of purchase is not

e nearest Haywar
om. 
lation labor or an

anufactured by o

Hayward Pool Pro
lity or fitness for 
ny nature. 
y lasts, or the exc
rights, and you m

____________
___________
___ Zip______
e___________
___________

____________

erial numbers, 
dual compone
product, using
packaging. 

Equipment or pro

abeth, NJ  072

RD.COM 

mail within 10 da

----------------

ne at www.ha

NE REPLAC

ATION 
ds)

e and convenie

imited Wa
tiport valves to b

gle family residen
n, improper use o
on, within 90 day

t available, the m

rd Authorized Ser

ny other such cos

others.  For such p

oducts with respe
a particular purp

clusion of inciden
may also have oth

_______
_______ 
_______
_______

_______

_______ 

 it is not 
nts.  

g the 

omotions. 

207 

ays of purchase/

----------------

Wa
ayward.com

Year

 < 1

Purc

Bu

Com

Add

City_

Pho

Type
 Co
 O

 N

Insta

 In

EMENT PAR

ent location fo

arranty 
be free from defec

tial applications
r care or any Acts

ys of the receipt o

manufacturing dat

rvice Center.  For 

sts incurred in ob

products, the wa

ect to its’ pool pr
ose. In no event 

ntal or consequen
her rights, which 

/installation or r

-----------------

arranty C

rs Pool has been 

1 year     1-3    

chased from_____

uilder  Retailer  

mpany Name_____

ress___________

_______________

ne____________

e of Pool: 
oncrete/Gunite   
ther___________

ew Installation 

allation for: 

n Ground       Ab

RTS  

r your records.

cts in materials a
. 
s of God. Parts th
of defective produ

te of the product 

assistance on yo

taining warranty 

rranty establishe

oducts and is in l
shall Hayward Po

ntial damages, so
vary from state t

Haywa
62

Eliz

register online.

-----------------

Card Reg

in service 

4-5 6-10

_______________

Pool Service  

_______________

_______________

______ State____

_______________

   Vinyl   Fib
_______________

 Rep

bove Ground  

4

. 

nd 

at fail or 
uct, barring 

will be the 

our nearest 

replacements 

ed by the 

lieu of all other 
ool products be 

o the above 
to state. 
rd Pool Products
0 Division Street
abeth, NJ  07207

---------------

istration

11-15  >15 

___________ 

Internet/Catalog

_______________

_______________

__ Zip__________

_______________

berglass 
_____ 

placement 

 Spa 

n

g 

_

_ 

_ 

_



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


